Facility Summary in ROOSEVELT County in the City of BAINVILLE

Location: THE WELCOME STOP

209 N CLINTON ST HWY 2

BAINVILLE, MT 59212 ROOSEVELT
Contact: Lafe & Wendy Warren, (406) 769-2000

Owners/Operators: Welcome Stop Retail LLC, Owner (480)-717-1776 PO BOX 13630
SCOTTSDALE AZ 85267

Sys Fac ID: 43-13761
Last Inspected On: 2/4/2016
Operating Permit Renewal Date: 7/27/2016

Melissa Bonebrake, UST Class A Operator
Wendy Warren, UST Class A Operator
Melissa Bonebrake, UST Class B Operator
Rachelle Ryder, UST Class B Operator

Tank Id Age Installed Tank Material of Construction Piping Material Overfill Types
Tag Number AST Sump Tightness Secondary Option Secondary Option Spill Protected
Status Inventory Control ~ Catastrophic L.D. Type30 ~ PipingType ~ CPMetTypes
Product Tank/Pipe CP Tank Detection Primary Pipe Detection Vapor Recovery
capacity Line Tightness ~ ATGType ~  secondaryPipe Detecton =~ EnergyAct
3 18 12/1/1997 Unknown Flexible Plastic

3387 Yes 7/12/2012 None Double-Walled Yes

Currently in Use Continuous Interstitial Monitoring Pressurized Not Applicable

Diesel

Deferred

Continuous Interstitial Monitor

10,000

4 18 12/1/1997 Unknown Flexible Plastic

338 Yes  7/12/2012 ~ None ~ Double-walled Yes
Currently in Use Continuous Interstitial Monitoring Pressurized Not Applicable
Gasoline Deferred Continuous Interstitial Monitor

10,000

Report Generation Date: 3/1/2016
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Facility Summary in ROOSEVELT County in the City of BROCKTON

Location: B &S QUICK STOP
US HIGHWAY 2 & 7TH ST PO BOX 248
BROCKTON, MT 59213 ROOSEVELT
Contact: (406) 786-3237

Owners/Operators: Robert Nygard, Owner (406)-786-3229 PO BOX 248
BROCKTON MT 59213-0248

Sys Fac ID: 43-02099
Last Inspected On: 1/5/2015
Operating Permit Renewal Date: 3/13/2018

Robert Nygard, UST Class A Operator
Martin Dillon, UST Class B Operator

Tank Id Age Installed Tank Material of Construction Piping Material Overfill Types

Tag Number AST  Sump Tightness  Secondary Opton ~ SecondaryOpton ~  SpillProtected

Status Inventory Control ~ Catastrophic L.D. Type30 ~ PipingType CP Met Types

Product Tank/Pipe CP Tank Detection Primary Pipe Detection Vapor Recovery

Capacity Line Tightness ATG Type Secondary Pipe Detection Energy Act

1 20 6/12/1995 Steel Clad Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)

1828 Double-Walled None Yes

CurrentlyinUuse ~ NotRequred =~ safesucon ~ NotApplicable

Gasoline Continuous Interstitial Monitor Not Listed

7,000

2 20 6/12/1995 Steel Clad Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)

1829 Double-Walled None Yes

Currentlyinuse ~~ NotRequred =~ safesucon ~ NotApplicable

Gasoine ~ continuous Interstitial Monitor ~ NotListed

5,000

Report Generation Date: 3/1/2016 Page 2



Facility Summary in ROOSEVELT County in the City of BROCKTON

Location: CENEX HARVEST STATES BROCKTON ELEVATOR
600 S TRACKS RD
BROCKTON, MT 59213 ROOSEVELT

Contact: David Corbin, (406) 951-0997

Owners/Operators: Cenex Harvest States Brockton, Owner/Operator (406)-786-3221 PO BOX 86
BROCKTON MT 59213-0086

Sys Fac ID: 43-13651
Last Inspected On: 8/20/2015
Operating Permit Renewal Date: 10/2/2018

Shari Cameron, UST Class A Operator
David Corbin, UST Class A Operator
Ron Shanks, UST Class A Operator
Shari Cameron, UST Class B Operator
David Corbin, UST Class B Operator
Ron Shanks, UST Class B Operator

Tank Id Age Installed Tank Material of Construction Piping Material Overfill Types
Tag Number AST Sump Tightness Secondary Option Secondary Option Spill Protected
Status Inventory Control Catastrophic L.D. Type 3.0 Piping Type CP Met Types
Product Tank/Pipe CP Tank Detection Primary Pipe Detection Vapor Recovery
Capacity Line Tightness ATG Type Secondary Pipe Detection Energy Act
1 33 1/1/1983 Cathodically Protected Steel Flexible Plastic Flapper Valve (Auto
Shutoff)
4317 10/9/2012  None ~ Double-walled Yes
CurrentlyinUse 1/1/1993 ~ NotRequred ~ NotListd ~  cGavanic
Diesel 8/20/2015 Automatic Tank Gauging 0.1, Automatic Tank Deferred
Gauging 0.2
20000 TLS-350/Gilbarco EMC , Veeder Root
2 33 1/1/1983 Cathodically Protected Steel Flexible Plastic Flapper Valve (Auto
Shutoff)
4318 10/9/2012 None Double-Walled Yes
Currently in Use 1/1/1993 Not Required Not Listed Galvanic
Gasoline 8/20/2015 Automatic Tank Gauging 0.1, Automatic Tank Deferred
Gauging 0.2
10,000 TLS-350/Gilbarco EMC , Veeder Root
3 16 8/1/1999 Cathodically Protected Steel Fiberglass Reinforced Plastic Positive Shutoff
4319 10/9/2012 None Double-Walled Yes
Currently in Use Not Required Safe Suction Galvanic
Diesel 8/20/2015 Automatic Tank Gauging 0.1, Automatic Tank ~ Deferred
Gauging 0.2
20000 TLS-350/Gilbarco EMC , Veeder Root
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Facility Summary in ROOSEVELT County in the City of BROCKTON

Location: CENEX HARVEST STATES BROCKTON ELEVATOR Sys Fac ID: 43-13651

600 S TRACKS RD Last Inspected On: 8/20/2015

BROCKTON, MT 59213 ROOSEVELT Operating Permit Renewal Date: 10/2/2018
Contact: David Corbin, (406) 951-0997
Tank Id Age Installed Tank Material of Construction Piping Material Overfill Types
Tag Number AST Sump Tightness Secondary Option Secondary Option Spill Protected
Status Inventory Control ~ Catastrophic L.D. Type30 ~  PipingType CP Met Types
Product Tank/Pipe CP Tank Detecton ~~ Primary Pipe Detecton Vapor Recovery
capacity Line Tightness ~ ATGType ~  secondaryPipe Detecton =~ EnergyAct
4 16 8/1/1999 Cathodically Protected Steel Fiberglass Reinforced Plastic Positive Shutoff
4320 10/9/2012 ~ None ~  Double-walled Yes
Currentlyinuse ~~ NotRequred =~ safesucton  Gavanc
Diesel 8/20/2015 Automatic Tank Gauging 0.1, Automatic Tank Deferred

Gauging 0.2

12,000 TLS-350/Gilbarco EMC , Veeder Root
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Facility Summary in ROOSEVELT County in the City of CULBERTSON

Location: OELKERS SERVICE CENTER

46THSTE

CULBERTSON, MT 59218 ROOSEVELT
Contact: Ronald K & Gordon O Oelkers, (406) 787-5315

Owners/Operators: Oelkers Inc, Owner (406)-787-5315 PO BOX 272
CULBERTSON MT 59218-0272

Sys Fac ID: 43-00030
Last Inspected On: 8/28/2014
Operating Permit Renewal Date: 10/18/2017

Ronald K Oelkers, UST Class A Operator
Ronald K Oelkers, UST Class B Operator

Tank Id Age Installed Tank Material of Construction Piping Material Overfill Types

Tag Number AST  Sump Tightness  SecondaryOpton ~ SecondaryOption ~ Spill Protected
Status Inventory Control ~ Catastrophic L.D. Type30 ~ PipingType CP Met Types
Product Tank/Pipe CP Tank Detection Primary Pipe Detection Vapor Recovery
Capacity Line Tightness ATG Type Secondary Pipe Detection Energy Act

1 63 1/10/1953 Bare Steel Fiberglass Reinforced Plastic High Level Alarm
1774 ~ ImpressedCurent ~ Doublewalled Yes
CurrentlyinUuse ~~ NotRequred =~ safesucon ~ Impressed Current
Gasoline 8/28/2014 Automatic Tank Gauging 0.2 Deferred

3,000 TLS-350/Gilbarco EMC , Veeder Root

2 63 1/10/1953 Bare Steel Fiberglass Reinforced Plastic High Level Alarm
7. ImpressedCurent ~  Double-walled Yes
Currently in Use Not Required Safe Suction Impressed Current
Diesel 8/28/2014 Automatic Tank Gauging0.2 ~ Deferred
3000  TLS-350/Gilbarco EMC, Veeder Root
3 63 1/10/1953 Bare Steel Fiberglass Reinforced Plastic High Level Alarm
776 ~ ImpressedCurent ~  Double-walled Yes
CurrentyinUse ~ NotRequred ~  safeSucton ~ ImpressedCurrent
Diesel 8/28/2014 Automatic Tank Gauging0.2 ~ Defered
3,000 TLS-350/Gilbarco EMC , Veeder Root

4 63 1/10/1953 Bare Steel Fiberglass Reinforced Plastic High Level Alarm
777 ImpressedCurent ~ Double-walled Yes
Currentlyinuse ~~ NotRequred =~ safeSucon ~ Impressed Current
Other 8/28/2014 Automatic Tank Gauging0.2 ~ Deferred
6,000 TLS-350/Gilbarco EMC , Veeder Root

Report Generation Date: 3/1/2016

Page 5



Facility Summary in ROOSEVELT County in the City of CULBERTSON

Location: VALAMSTOP & GO LLC

110 6TH ST W

CULBERTSON, MT 59218 ROOSEVELT
Contact: Shanonne Oelkers, (702) 802-1289

Owners/Operators: Val Am Stop & Go LLC, Owner (702)-802-1289 PO BOX 345
CULBERTSON MT 59218-0345

(702)-802-1289 9014 PALAZZI STREET
LAS VEGAS NV 89113

Sys Fac ID: 43-01991
Last Inspected On: 12/31/2014
Operating Permit Renewal Date: 2/11/2018

Shanonne Oelkers, Operator

Shanonne Oelkers, UST Class A Operator
Shanonne Oelkers, UST Class B Operator

Tank Id Age Installed Tank Material of Construction Piping Material Overfill Types

Tag Number AST  Sump Tightness  Secondary Opton ~ Secondary Opton Spill Protected

Status Inventory Control Catastrophic L.D. Type 3.0 Piping Type CP Met Types

Produet Tank/Pipe CP Tank Detection . PrimaryPipe Detection Vapor Recovery

Capacity Line Tightness ATG Type Secondary Pipe Detection Energy Act

5 25 7/1/1990 Steel Clad Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)

3517 Double-Walled None Yes

Currently in Use Not Required Safe Suction Not Applicable

Gasoine ~ ManualInterstitial Monitor  NotListed

6,000

6 25 7/1/1990 Steel Clad Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)

3518 Double-Walled None Yes

Currently in Use Not Required Safe Suction Not Applicable

Dieses  Manualnterstitial Monitor NotListed

6,000

Report Generation Date: 3/1/2016
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Facility Summary in ROOSEVELT County in the City of CULBERTSON

Location: MISSOURI RIVER LOGISTICS

5156TH ST E

CULBERTSON, MT 59218

Contact: Dalton Dosch, (605) 360-3149

Owners/Operators: Missouri River Logistics, Owner

Kendall Craig, Operator

ROOSEVELT

(605)-274-8630

(406)-787-5751

Sys Fac ID: 43-03015

Last Inspected On: 1/2/2014

Operating Permit Renewal Date:

2303 W 50TH ST
SIOUX FALLS SD 57105
2303 W 50TH ST
SIOUX FALLS SD 57105

Tank Id Age Installed Tank Material of Construction Piping Material Overfill Types

Tag Number AST Sump Tightness Secondary Option Secondary Option Spill Protected

Status Inventory Control ~ Catastrophic L.D. Type30 ~ PipingType CP Met Types

Product Tank/Pipe CP Tank Detecton ~~ Primary Pipe Detecton Vapor Recovery

capacity Line Tightness ~ ATGType ~  secondaryPipe Detecton =~ EnergyAct

1 37 5/5/1978 Cathodically Protected Steel Steel Flapper Valve (Auto
Shutoff)

33  LinedInterior/impressed Current ~ None Yes

Temporarily Out of Use Not Required Safe Suction Impressed Current

Gasoline 9/26/2012 Not Listed Deferred

6,000

2 37 5/5/1978 Cathodically Protected Steel Steel Flapper Valve (Auto
Shutoff)

3733 Lined Interior/Impressed Current None Yes

Temporarily Out of Use Not Required Safe Suction Impressed Current

Gasolne 9/26/2012  Notlised ~ Dpeferred

6,000

3 37 5/5/1978 Cathodically Protected Steel Steel Flapper Valve (Auto
Shutoff)

3734 Lined Interior/Impressed Current None Yes

Temporarily Out of Use Not Required Safe Suction Impressed Current

Diesel 9/26/2012 Not Listed Deferred

6,000

4 37 5/5/1978 Cathodically Protected Steel Steel Flapper Valve (Auto
Shutoff)

3735 Lined Interior/Impressed Current None Yes

Temporarily Out of Use Not Required Safe Suction Impressed Current

Diesel 9/26/2012 ~ NotlListed ~ Deferred

6,000

Report Generation Date: 3/1/2016
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Facility Summary in ROOSEVELT County in the City of CULBERTSON

Location: TRIPLE M SINCLAIR
3RD W & 6TH ST
CULBERTSON, MT 59218
Contact: Gordon Miller, (406) 787-6271

Owners/Operators: Miller Oil Co Inc Culbertson, Owner (406)-787-5230 PO BOX 408
CULBERTSON MT 59218-0408

Sys Fac ID: 43-07758
Last Inspected On: 2/2/2016

ROOSEVELT Operating Permit Renewal Date: 5/12/2019

Kevin Miller, UST Class A Operator
Kevin Miller, UST Class B Operator

Report Generation Date: 3/1/2016

Tank Id Age Installed Tank Material of Construction Piping Material Overfill Types
Tag Number AST Sump Tightness Secondary Option Secondary Option Spill Protected
Status Inventory Control Catastrophic L.D. Type 3.0 Piping Type CP Met Types
Product Tank/Pipe CP Tank Detection Primary Pipe Detection Vapor Recovery
Capacity Line Tightness ATG Type Secondary Pipe Detection Energy Act
1 30 7/1/1985 Cathodically Protected Steel Flexible Plastic Flapper Valve (Auto
Shutoff)
3635 3/31/2015 None Double-Walled Yes
Currently in Use Electronic Line Leak Detector Pressurized Galvanic
Gasoline 2/2/2016 Automatic Tank Gauging 0.2 Automatic Tank Gauging 0.2, ELLD Line Tightness
Testing
8,000 TS-1001, Incon Continuous Interstitial Monitor
2 30 7/1/1985 Cathodically Protected Steel Flexible Plastic Flapper Valve (Auto
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Shutoff)
3636 3/31/2015 None Double-Walled Yes
Currently in Use Electronic Line Leak Detector Pressurized Galvanic
Diesel 2/2/2016 Automatic Tank Gauging0.2 Automatic Tank Gauging 0.2, ELLD Line Tightness
Testing
8,000 TS-1001, Incon Continuous Interstitial Monitor
4 30 7/1/1985 Cathodically Protected Steel Flexible Plastic Flapper Valve (Auto
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Shutoff)
3637 3/31/2015 None Double-Walled Yes
Currently in Use Electronic Line Leak Detector Pressurized Galvanic
Gasoline 2/2/2016 Automatic Tank Gauging 0.2 Automatic Tank Gauging 0.2, ELLD Line Tightness
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Testing
4,000 TS-1001, Incon Continuous Interstitial Monitor
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Facility Summary in ROOSEVELT County in the City of CULBERTSON

Location: MILLER OIL
2006 US HIGHWAY 2
CULBERTSON, MT 59218
Contact:

Gordon Miller, (406) 787-6271

ROOSEVELT

Sys Fac ID: 60-15191

Last Inspected On: 4/21/2015
Operating Permit Renewal Date: 7/18/2018

Owners/Operators: Gordon Miller, Owner

(406)-787-6271

Kevin Miller, UST Class A Operator
Kevin Miller, UST Class B Operator

120 EAST 1ST AVE
CULBERTSON MT 59218

Tank Id Age Installed Tank Material of Construction Piping Material Overfill Types
Tag Number AST  Sump Tightness  Secondary Opton ~ SecondaryOpton ~  SpillProtected
Status Inventory Control ~ Catastrophic L.D. Type30 ~ PipingType CP Met Types
Product Tank/Pipe CP Tank Detection Primary Pipe Detection Vapor Recovery
Capacity Line Tightness ATG Type Secondary Pipe Detection Energy Act
1 04 9/1/2011 Unknown Fiberglass
5345 Yes  9/27/2011  None  Doublewalled Yes
CurrentyinUse ~ Electronic Line Leak Detector ~ Pressurized ~ NotApplicable, Not
Applicable
Diesel Deferred Automatic Tank Gauging 0.2, Continuous
Interstitial Monitor
15,000 9/17/2015 TLS-350/Gilbarco EMC , Veeder Root Yes
2 04 9/1/2011 Unknown Fiberglass
5346 Yes 9/27/2011 None Double-Walled Yes
Currently in Use Electronic Line Leak Detector Pressurized Not Applicable, Not
Applicable
Diesel  pefered Automatic Tank Gauging 0.2, Continuous
Interstitial Monitor
15,000 9/17/2015 TLS-350/Gilbarco EMC , Veeder Root Yes

Report Generation Date: 3/1/2016
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Facility Summary in ROOSEVELT County in the City of FROID

Location: FARMERS UNION OIL CO FROID Sys Fac ID:  43-04415
105 2ND AVE N Last Inspected On: 8/18/2015
FROID, MT 59226 ROOSEVELT Operating Permit Renewal Date: 10/21/2018

Contact: Doug Urdahl, (406) 766-2339

Owners/Operators: Farmers Union Oil Co Froid, Owner (406)-766-2339 PO BOX 68
FROID MT 59226-0068

Jeremy Breuer, UST Class A Operator
Monica Turnburke, UST Class A Operator
Dan Kjelshus, UST Class B Operator

Steven Long, UST Class B Operator

Danny Mogen, UST Class B Operator
Michael Pallvoda, UST Class B Operator
Allen Richard, UST Class B Operator

Bruce Unger, UST Class B Operator

Allen Richard, UST Class B Global Operator
Weston Smith, UST Class B Global Operator
Monica Turnburke, UST Class B Global Operator

Tank Id Age Installed Tank Material of Construction Piping Material Overfill Types
Tag Number AST  Sump Tightness  SecondaryOpton ~ SecondaryOption ~ Spill Protected
Status Inventory Control Catastrophic L.D. Type 3.0 Piping Type CP Met Types
Product Tank/Pipe CP Tank Detecton ~  Primary Pipe Detecton Vapor Recovery
Capacity Line Tightness ~ ATGType ~  sSecondary Pipe Detection =~ EnergyAct
6 25 10/1/1990 Cathodically Protected Steel Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)
8 . None . None Yes
Currentyinuse ~ NotRequred ~  safeSuwcton  Galvanic
Diesel 10/17/2013 Automatic Tank Gauging 0.1, Automatic Tank ~ Deferred
Gauging 0.2
8000 TLS-350/Gilbarco EMC , Veeder Root
7 25 10/1/1990 Cathodically Protected Steel Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)
9 ' Nome . None Yes
Currentyinuse ~ NotRequred ~  safeSuction ~ Galvanic
Gasoline 10/17/2013 Automatic Tank Gauging 0.1, Automatic Tank ~ Deferred
Gauging 0.2
8,000 TLS-350/Gilbarco EMC , Veeder Root

Report Generation Date: 3/1/2016 Page 10



Facility Summary in ROOSEVELT County in the City of FROID

Location: FARMERS UNION OIL CO FROID
105 2ND AVE N
FROID, MT 59226 ROOSEVELT
Contact: Doug Urdahl, (406) 766-2339

Sys Fac ID: 43-04415
Last Inspected On: 8/18/2015
Operating Permit Renewal Date: 10/21/2018

Tank Id Age Installed Tank Material of Construction Piping Material Overfill Types
Tag Number AST Sump Tightness Secondary Option Secondary Option Spill Protected
Status Inventory Control ~ Catastrophic L.D. Type30 ~  PipingType CP Met Types
Product Tank/Pipe CP Tank Detecton ~~  Primary Pipe Detecton Vapor Recovery
capacity Line Tightness ~ ATGType ~  secondaryPipe Detecton =~ EnergyAct
8 25 10/1/1990 Cathodically Protected Steel Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)
960 None None Yes
Currently in Use Not Required Safe Suction Galvanic
Gasoline 10/17/2013 Automatic Tank Gauging 0.1, Automatic Tank Deferred
Gauging 0.2
4,000 TLS-350/Gilbarco EMC , Veeder Root
9 25 10/1/1990 Cathodically Protected Steel Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)
961 None None Yes
Currentlyinuse ~ NotRequred ~  safesucton Gavanic
Diesel 10/17/2013 Automatic Tank Gauging 0.1, Automatic Tank ~ Deferred
Gauging 0.2
4,000 TLS-350/Gilbarco EMC , Veeder Root

Report Generation Date: 3/1/2016
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Facility Summary in ROOSEVELT County in the City of POPLAR

Location: BUTCHS EXXON SERVICE Sys Fac ID: 43-01508
400 F AVEW Last Inspected On: 2/20/2013
POPLAR, MT 59255 ROOSEVELT Operating Permit Renewal Date:
Contact:  Warren Corne, (406) 448-2584
Owners/Operators: Butchs Exxon, Owner (406)-768-3651 PO BOX 987
POPLAR MT 59255-0987
Tank Id Age Installed Tank Material of Construction Piping Material Overfill Types
Tag Number AST Sump Tightness Secondary Option Secondary Option Spill Protected
Status Inventory Control Catastrophic L.D. Type 3.0 Piping Type CP Met Types
Product  Tank/PipeCP  TankDetecton PrimaryPipeDetection  VaporRecovery
Capacity Line Tightness ATG Type Secondary Pipe Detection Energy Act
3 25 1/1/1991 Cathodically Protected Steel Steel Flapper Valve (Auto
Shutoff)
508 Double-Walled None Yes
Temporarily OutofUss ~ NotRequred ~ US.Sucton  ImpressedCurrent
Gasoline 2/20/2013 ~ Stat. Inventory Reconcilitaton ~ MLLD Line Tightness Testng
4,000
4 25 1/1/1991 Cathodically Protected Steel Steel Flapper Valve (Auto
Shutoff)
509 Double-Walled None Yes
Temporarily Out of Use Not Required U.S. Suction Impressed Current
Gasolne 2/20/2013 ~ Stat. Inventory Reconcilitaton ~~ MLLD Line Tightness Testng
4,000
10 25 1/1/1991 Cathodically Protected Steel Steel Flapper Valve (Auto
Shutoff)
50  Doublewalled ~  None Yes
Temporarily Out of Use Not Required U.S. Suction Impressed Current
Gasoline 2/20/2013 Stat. Inventory Reconcilitation MLLD Line Tightness Testing
4,000

Report Generation Date: 3/1/2016 Page 12



Facility Summary in ROOSEVELT County in the City of POPLAR

Location: TJS QUICK STOP Sys Fac ID: 43-02100
302 F ST Last Inspected On: 6/16/1999
POPLAR, MT 59255 ROOSEVELT Operating Permit Renewal Date:

Contact: Robert Atkinson, (406) 768-5225

Owners/Operators: Tom Atkinson, Owner (406)-768-3371 PO BOX 6
POPLAR MT 59255-0006

Tank Id Age Installed Tank Material of Construction Piping Material Overfill Types
Tag Number AST Sump Tightness Secondary Option Secondary Option Spill Protected
Status Inventory Control Catastrophic L.D. Type 3.0 Piping Type CP Met Types
Product  TankPipeCP TankDetecton  PrimayPipeDetection ~  VaporRecovery
Capacity Line Tightness ATG Type Secondary Pipe Detection Energy Act
3 19 8/1/1996 Steel Clad Flexible Plastic Flapper Valve (Auto
Shutoff)
Double-Walled Double-Walled Yes
CurrentlyinUse ~ NotRequred =~ Pressurized  NotApplicable
Gasolne Automatic Tank Gauging 0.2, Continuous ~ Continuous Interstitial Monitor
Interstitial Monitor
7,000
4 19 8/1/1996 Steel Clad Flexible Plastic Flapper Valve (Auto
Shutoff)
Double-Walled Double-Walled Yes
CurrentlyinUse ~~ NotRequred =~ Pressurized  NotApplicable

Gasoline

Automatic Tank Gauging 0.2, Continuous

Continuous Interstitial Monitor

Interstitial Monitor

Report Generation Date: 3/1/2016 Page 13



Facility Summary in ROOSEVELT County in the City of POPLAR

Location: FARMERS UNION OIL CO POPLAR Sys Fac ID: 43-10278
US HIGHWAY 2 E Last Inspected On: 11/23/2015
POPLAR, MT 59255 ROOSEVELT Operating Permit Renewal Date: 3/3/2019

Contact: (406) 768-3251

Owners/Operators: Farmers Union Oil Co Wolf Point, Owner (406)-653-1510 DBA AGLAND COOP
60 US HIGHWAY 2 E
WOLF POINT MT 59201-1942

Steven Long, UST Class A Operator

David Parsley, UST Class A Operator

Gary Sadler, UST Class A Operator

Monica Turnburke, UST Class A Operator
Steven Long, UST Class B Operator

Michael Pallvoda, UST Class B Operator
David Parsley, UST Class B Operator

Allen Richard, UST Class B Operator

Gary Sadler, UST Class B Operator

Bruce Unger, UST Class B Operator

Allen Richard, UST Class B Global Operator
Weston Smith, UST Class B Global Operator
Monica Turnburke, UST Class B Global Operator

Tank Id Age Installed Tank Material of Construction Piping Material Overfill Types
Tag Number AST  Sump Tightness  Secondary Opton ~ SecondaryOpton ~  SpillProtected
Status Inventory Control Catastrophic L.D. Type 3.0 Piping Type CP Met Types
Produet  TankPipeCP TankDetecton ~  PrimaryPipeDetection  VaporRecovery
Capacity Line Tightness ATG Type Secondary Pipe Detection Energy Act
1 21 6/1/1994 Cathodically Protected Steel Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)
997 None Double-Walled Yes
Currently in Use Electronic Line Leak Detector Pressurized Galvanic
Diesel 8/25/2014 Automatic Tank Gauging 0.1, Automatic Tank Automatic Tank Gauging 0.2, ELLD Line Tightness
Gauging 0.2 Testing
1000 3/21/2007 TLS-350/Gilbarco EMC , Veeder Root
2 21 6/1/1994 Cathodically Protected Steel Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)
@ . NoMPe . Dpouble-walled Yes
CurrentyinUse ~ Electronic Line Leak Detector ~ Pressurized ~ Gavanic
Diesel 8/25/2014 Automatic Tank Gauging 0.1, Automatic Tank Automatic Tank Gauging 0.2, ELLD Line Tightness
Gauging 0.2 Testing
10,000 3/21/2007 TLS-350/Gilbarco EMC , Veeder Root
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Facility Summary in ROOSEVELT County in the City of POPLAR

Location: FARMERS UNION OIL CO POPLAR Sys Fac ID: 43-10278
US HIGHWAY 2 E Last Inspected On: 11/23/2015
POPLAR, MT 59255 ROOSEVELT Operating Permit Renewal Date: 3/3/2019
Contact: (406) 768-3251
Tank Id Age Installed Tank Material of Construction Piping Material Overfill Types
Tag Number AST Sump Tightness Secondary Option Secondary Option Spill Protected
Status Inventory Control ~ Catastrophic L.D. Type30 ~  PipingType CP Met Types
Product Tank/Pipe CP Tank Detecton ~~  Primary Pipe Detecton Vapor Recovery
Capacity Line Tightness ~ ATGType ~  secondary Pipe Detecton =~ EnergyAct
3 31 10/27/1984 Cathodically Protected Steel Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)
993 None Double-Walled Yes
Currently in Use Electronic Line Leak Detector Pressurized Galvanic
Diesel 8/25/2014 Automatic Tank Gauging 0.1, Automatic Tank Automatic Tank Gauging 0.2, ELLD Line Tightness
Gauging 0.2 Testing
10,000 3/21/2007 TLS-350/Gilbarco EMC , Veeder Root
4 21 6/1/1994 Cathodically Protected Steel Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)
996 None Double-Walled Yes
CurrentyinUse ~ Electronic Line Leak Detector ~ Pressurized  Galanic
Gasoline 8/25/2014 Automatic Tank Gauging 0.1, Automatic Tank Automatic Tank Gauging 0.2, ELLD Line Tightness
Gauging 0.2 Testing
10,000 3/21/2007 TLS-350/Gilbarco EMC , Veeder Root
5 31 10/27/1984 Cathodically Protected Steel Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)
994 None Double-Walled Yes
CurrentyinUse ~~ Electronic Line Leak Detector  Pressurized  Galanic
Diesel 8/25/2014 Automatic Tank Gauging 0.1, Automatic Tank Automatic Tank Gauging 0.2, ELLD Line Tightness
Gauging 0.2 Testing
1000 3/21/2007 TLS-350/Gilbarco EMC , Veeder Root
6 31 10/27/1984 Cathodically Protected Steel Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)
995 None Double-Walled Yes
CurrentyinUse ~ Electronic Line Leak Detector ~ Pressurized  Galanic
Gasoline 8/25/2014 Automatic Tank Gauging 0.1, Automatic Tank Automatic Tank Gauging 0.2, ELLD Line Tightness
Gauging 0.2 Testing
1000 3/21/2007 TLS-350/Gilbarco EMC , Veeder Root

Report Generation Date: 3/1/2016
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Facility Summary in ROOSEVELT County in the City of POPLAR

Location: TRIBAL EXPRESS

US HIGHWAY 2 E

POPLAR, MT 59255 ROOSEVELT
Contact: Lynette Adams, (406) 768-5450

Owners/Operators: Fort Peck Assiniboine & Sioux Tribes, Owner (406)-768-5155 501 MEDICINE BEAR ROAD
POPLAR MT 59255-1027

Sys Fac ID:  43-13620
Last Inspected On: 6/16/1999
Operating Permit Renewal Date:

Anita Trice, UST Class A Operator
Anita Trice, UST Class B Global Operator

Tankid Age  Installed Tank Material of Construction ~~ Piping Matefial Overfill Types
Tag Number AST _ Sump Tightness _ Secondary Opton  SecondaryOption ~  SpillProtected
Status Inventory Control Catastrophic L.D. Type 3.0 Piping Type CP Met Types

Product Tank/Pipe CP Tank Detection Primary Pipe Detection Vapor Recovery
Capacity Line Tightness ATG Type Secondary Pipe Detection Energy Act
1 23 10/1/1992 Cathodically Protected Steel Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)
... PDoulewsled ~  Double-waled Yes .
Temporarily Out of Use Not Required Pressurized Galvanic
Gasoline Automatic Tank Gauging 0.1, Automatic Tank Continuous Interstitial Monitor
Gauging 0.2, Continuous Interstitial Monitor
10,000
2 23 10/1/1992 Cathodically Protected Steel Fiberglass Reinforced Plastic Flapper Valve (Auto
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Shutof)
.................................. . Doulewaled  Double-waled yes
Temporarily QutofUse  ~  NotRequred — Pressuized Gavanic
Gasoline Automatic Tank Gauging 0.1, Automatic Tank Continuous Interstitial Monitor
Gauging 0.2, Continuous Interstitial Monitor
6,000
3 23 10/1/1992 Cathodically Protected Steel Fiberglass Reinforced Plastic Flapper Valve (Auto
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Shutof)
Double-Walled Double-Walled Yes
Currently in Use Not Required Pressurized Galvanic
Gasoline Automatic Tank Gauging 0.1, Automatic Tank Continuous Interstitial Monitor
.. Gauging 0.2, Continuous Interstitial Monitor
6,000
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Facility Summary in ROOSEVELT County in the City of POPLAR

Location: FORT PECK DETENTION CENTER
6256 BUFFALO DRIVE
POPLAR, MT 59255 ROOSEVELT
Contact: David Lezard, (406) 768-8389

Owners/Operators: Assiniboine & Sioux Tribes, Owner (406)-768-2389 501 MEDICINE BEAR RD
POPLAR MT 59255

Sys Fac ID: 60-15207
Last Inspected On: 9/29/2014
Operating Permit Renewal Date: 11/30/2017

Anita Trice, UST Class A Operator
Anita Trice, UST Class B Global Operator

Tank Id Age Installed Tank Material of Construction Piping Material Overfill Types

Tag Number AST  Sump Tightness  Secondary Opton ~ SecondaryOpton ~  SpillProtected

Status Inventory Control ~ Catastrophic L.D. Type30 ~ PipingType CP Met Types

Product Tank/Pipe CP Tank Detection Primary Pipe Detection Vapor Recovery

Capacity Line Tightness ATG Type Secondary Pipe Detection Energy Act

1 02 9/1/2013 Fiberglass Reinforced Plastic Flexible Plastic Flapper Valve (Auto
Shutoff), High Level
Alarm

5419 9/15/2013 ~ Double-walled ~ Double-walled Yes

currentlyinUse Auto Dialer  uUS.Sucton  NotApplicable

Diesel Continuous Interstitial Monitor Continuous Interstitial Monitor

3,000 TLS-300 , Veeder Root Not Listed Yes

Report Generation Date: 3/1/2016
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Facility Summary in ROOSEVELT County in the City of WOLF POINT

Location: L M CLAYTON AIRPORT

MT HIGHWAY 13

WOLF POINT, MT 59201
Contact: T Scott Olsen, (406) 653-2250

Owners/Operators: City of Wolf Point, Owner (406)-653-1852 201 4TH AVE S
WOLF POINT MT 59201-1514

Sys Fac ID: 43-00843
Last Inspected On: 2/20/2013

ROOSEVELT Operating Permit Renewal Date: 7/12/2016

Richard L Isle, UST Class A Operator
Tom Romo, UST Class A Operator
Tom Romo, UST Class B Operator

Tank Id Age Installed Tank Material of Construction Piping Material Overfill Types

Tag Number AST Sump Tightness Secondary Option Secondary Option Spill Protected

Status Inventory Control Catastrophic L.D. Type 3.0 Piping Type CP Met Types

Product Tank/Pipe CP Tank Detecton ~~ Primary Pipe Detecton Vapor Recovery

Capacity Line Tightness ~ ATGType ~  secondaryPipe Detecton =~ EnergyAct

5 23 11/1/1992 Steel Clad Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)

648 Double-Walled None Yes

Currently in Use Not Required Safe Suction Galvanic

Aviation Gas 2/20/2013 Manual Interstitial Monitor Deferred

8,000

6 23 11/1/1992 Steel Clad Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)

649 Double-Walled None Yes

Currently in Use Not Required Safe Suction Galvanic

JetFuel 2/20/2013  Manual Interstitial Monitor ~ Deferred

4,000
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Facility Summary in ROOSEVELT County in the City of WOLF POINT

Location: FARMERS UNION OIL CO WESTSIDE STATION
60 US HIGHWAY 2 E
WOLF POINT, MT 59201

Contact:  Tom Dahl, (406) 653-1510

Owners/Operators: Farmers Union Oil Co Wolf Point, Owner (406)-653-1510 DBA AGLAND COOP
60 US HIGHWAY 2 E
WOLF POINT MT 59201-1942

Sys Fac ID: 43-06866
Last Inspected On: 11/24/2015

ROOSEVELT Operating Permit Renewal Date: 3/4/2019

Nancy Sietsema, UST Class A Operator

Monica Turnburke, UST Class A Operator
Steven Long, UST Class B Operator

Michael Pallvoda, UST Class B Operator

Allen Richard, UST Class B Operator

Nancy Sietsema, UST Class B Operator

Bruce Unger, UST Class B Operator

Allen Richard, UST Class B Global Operator
Weston Smith, UST Class B Global Operator
Monica Turnburke, UST Class B Global Operator

Tank Id Age Installed Tank Material of Construction Piping Material Overfill Types
Tag Number AST Sump Tightness Secondary Option Secondary Option Spill Protected
Status Inventory Control ~ Catastrophic L.D. Type30 ~ PipingType CP Met Types
Product Tank/Pipe CP Tank Detecton ~~ Primary Pipe Detecton Vapor Recovery
Capacity Line Tightness ATG Type Secondary Pipe Detection Energy Act
7 21 6/1/1994 Cathodically Protected Steel Fiberglass Reinforced Plastic Positive Shutoff
4327 ' Nome . None Yes
Currently in Use Electronic Line Leak Detector Pressurized Galvanic
Gasoline 10/16/2013 Automatic Tank Gauging 0.1, Automatic Tank Automatic Tank Gauging 0.2, ELLD Line Tightness

Gauging 0.2 Testing
12,000 TLS-450 , Veeder Root
8 21 6/1/1994 Cathodically Protected Steel Fiberglass Reinforced Plastic Positive Shutoff
o8 . Nome . None Yes
CurrentlyinUse ~ Electronic Line Leak Detector ~ Pressurized  Galanic
Gasoline 10/16/2013 Automatic Tank Gauging 0.1, Automatic Tank Automatic Tank Gauging 0.2, ELLD Line Tightness

Gauging 0.2 Testing
12,000 TLS-450 , Veeder Root

Report Generation Date: 3/1/2016
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Facility Summary in ROOSEVELT County in the City of WOLF POINT

Location: FARMERS UNION OIL CO WESTSIDE STATION Sys Fac ID: 43-06866
60 US HIGHWAY 2 E Last Inspected On: 11/24/2015
WOLF POINT, MT 59201 ROOSEVELT Operating Permit Renewal Date: 3/4/2019
Contact:  Tom Dahl, (406) 653-1510
Tank Id Age Installed Tank Material of Construction Piping Material Overfill Types
Tag Number AST Sump Tightness Secondary Option Secondary Option Spill Protected
Status Inventory Control ~ Catastrophic L.D. Type30 ~  PipingType CP Met Types
Product Tank/Pipe CP Tank Detecton ~~ Primary Pipe Detecton Vapor Recovery
capacity Line Tightness ~ ATGType ~  secondaryPipe Detecton =~ EnergyAct
9 21 6/1/1994 Cathodically Protected Steel Fiberglass Reinforced Plastic Positive Shutoff
4328 ' Neme . _None Yes
CurrentlyinUse ~ Electronic Line Leak Detector ~ Pressurized ~ Gavanic
Diesel 10/16/2013 Automatic Tank Gauging 0.1, Automatic Tank Automatic Tank Gauging 0.2, ELLD Line Tightness
Gauging 0.2 Testing
12,000 TLS-450 , Veeder Root
10 21 6/1/1994 Cathodically Protected Steel Fiberglass Reinforced Plastic Positive Shutoff
@ . Nome ' None Yes
CurrentyinUse ~ Electronic Line Leak Detector ~ Pressurized ~ Gavanic
Diesel 10/16/2013 Automatic Tank Gauging 0.1, Automatic Tank Automatic Tank Gauging 0.2, ELLD Line Tightness
Gauging 0.2 Testing
12000 TLS-450,VeederRoot
11 21 6/1/1994 Cathodically Protected Steel Fiberglass Reinforced Plastic Positive Shutoff
4329 None None Yes
CurrentlyinUse ~ Electronic Line Leak Detector ~ Pressurized ~ Galanic
Diesel 10/16/2013 Automatic Tank Gauging 0.1, Automatic Tank Automatic Tank Gauging 0.2, ELLD Line Tightness
Gauging 0.2 Testing
12,000 TLS-450 , Veeder Root
12 21 6/1/1994 Cathodically Protected Steel Fiberglass Reinforced Plastic Positive Shutoff
992 None None Yes
Currently in Use Electronic Line Leak Detector Pressurized Galvanic
Diesel 10/16/2013 Automatic Tank Gauging 0.1, Automatic Tank Automatic Tank Gauging 0.2, ELLD Line Tightness

12,000

Report Generation Date: 3/1/2016

Gauging 0.2
TLS-450 , Veeder Root

Testing
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Facility Summary in ROOSEVELT County in the City of WOLF POINT

Location:

TOWN PUMP INC WOLF POINT

401 CASCADE ST

WOLF POINT, MT 59201
Kevin Kenneally, (406) 653-3206

Contact:

ROOSEVELT

Sys Fac ID: 43-08725
Last Inspected On: 3/7/2013
Operating Permit Renewal Date: 4/27/2016

Owners/Operators: E-Z Supply Inc, Owner

E-Z Supply Inc, Operator

(406)-497-6700

(406)-497-6700

Trent Biggers, UST Class A Operator

Daniel Sampson, UST Class A Operator

Trent Biggers, UST Class B Global Operator
Daniel Sampson, UST Class B Global Operator

Tank Id
Tag Number

Age

Installed
Sump Tightness

Tank Material of Construction
Secondary Option

PO BOX 6000
BUTTE MT 59702-6000

PO BOX 6000
BUTTE MT 59702-6000

Piping Material
Secondary Option

Overfill Types
Spill Protected

Status
Product

Inventory Control
Tank/Pipe CP

Catastrophic L.D. Type 3.0
Tank Detection

CP Met Types
Vapor Recovery

Piping Type
Primary Pipe Detection

Line Tightness

4/14/1985

ATG Type
Cathodically Protected Steel

Energy Act

Automatic Tank Gauging 0.2, Stat. Inventory
Reconcilitation, Approved Remote Monitoring

4775

11/13/2009
4/14/1985

Cathodically Protected Steel
None
Electronic Line Leak Detector

3/6/2013

11/13/2009
4/14/1985

Automatic Tank Gauging 0.2, Stat. Inventory
Reconcilitation, Approved Remote Monitoring

Cathodically Protected Steel

Diesel

12,000

Report Generation Date: 3/1/2016

3/6/2013

11/13/2009

Automatic Tank Gauging 0.2, Stat. Inventory
Reconcilitation, Approved Remote Monitoring

Steel Ball Float Valve
none Yes
Pressurized Galvanic

Stat. Inventory Reconcilitation, Approved Remote

Monitoring

Steel Ball Float Valve
none Yes
Pressurized Galvanic

Stat. Inventory Reconcilitation, Approved Remote

Monitoring

Steel Ball Float Valve
none Yes
Pressurized Galvanic

Stat. Inventory Reconcilitation, Approved Remote

Monitoring
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Facility Summary in ROOSEVELT County in the City of WOLF POINT

Location: TOWN PUMP INC WOLF POINT Sys Fac ID: 43-08725
401 CASCADE ST Last Inspected On: 3/7/2013
WOLF POINT, MT 59201 ROOSEVELT Operating Permit Renewal Date: 4/27/2016
Contact: Kevin Kenneally, (406) 653-3206
Tank Id Age Installed Tank Material of Construction Piping Material Overfill Types
Tag Number AST Sump Tightness Secondary Option Secondary Option Spill Protected
Status Inventory Control ~ Catastrophic L.D. Type30 ~  PipingType CP Met Types
Product Tank/Pipe CP Tank Detecton ~~  Primary Pipe Detecton Vapor Recovery
capacity Line Tightness ~ ATGType ~  secondaryPipe Detecton =~ EnergyAct
4 29 4/14/1986 Cathodically Protected Steel Flexible Plastic Ball Float Valve
477 . Neme  Dpouble-walled Yes
CurrentlyinUse ~ Electronic Line Leak Detector ~ Pressurized ~ Gavanic
Diesel 12/16/2009 Automatic Tank Gauging 0.2, Stat. Inventory Continuous Interstitial Monitor, Stat. Inventory
Reconcilitation, Approved Remote Monitoring Reconcilitation, Approved Remote Monitoring
6,000 10/11/2006
5 29 4/14/1986 Cathodically Protected Steel Flexible Plastic Ball Float Valve
48 . Nome . Double-walled Yes
CurrentyinUse ~ Electronic Line Leak Detector ~ Pressurized ~ Gavanic
Diesel 12/16/2009 Automatic Tank Gauging 0.2, Stat. Inventory ~ Continuous Interstitial Monitor, Stat. Inventory
Reconcilitation, Approved Remote Monitoring Reconcilitation, Approved Remote Monitoring
1000 12/20/2006
6 13 6/28/2002 Fiberglass Reinforced Plastic Flexible Plastic Ball Float Valve
4779 Double-Walled Double-Walled Yes
CurrentlyinUse ~ Electronic Line Leak Detector ~ Pressurized ~ NotApplicable
Diesel 12/16/2009 Automatic Tank Gauging 0.2, Continuous Continuous Interstitial Monitor, Stat. Inventory
Interstitial Monitor, Stat. Inventory Reconcilitation, Reconcilitation, Approved Remote Monitoring
Approved Remote Monitoring
12,000 12/21/2006

Report Generation Date: 3/1/2016
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Facility Summary in ROOSEVELT County in the City of WOLF POINT

Location: FARMERS UNION OIL CO WOLF POINT Sys Fac ID:  43-10279
60 US HIGHWAY 2 E Last Inspected On: 11/24/2015
WOLF POINT, MT 59201 ROOSEVELT Operating Permit Renewal Date: 3/30/2019

Contact: Dennis Vinger, (406) 653-1510

Owners/Operators: Farmers Union Oil Co Wolf Point, Owner (406)-653-1510 DBA AGLAND COOP
60 US HIGHWAY 2 E
WOLF POINT MT 59201-1942

David Parsley, UST Class A Operator

Nancy Sietsema, UST Class A Operator
Monica Turnburke, UST Class A Operator
Steven Long, UST Class B Operator

Michael Pallvoda, UST Class B Operator
David Parsley, UST Class B Operator

Allen Richard, UST Class B Operator

Nancy Sietsema, UST Class B Operator
Bruce Unger, UST Class B Operator

Allen Richard, UST Class B Global Operator
Weston Smith, UST Class B Global Operator
Monica Turnburke, UST Class B Global Operator

Tank Id Age Installed Tank Material of Construction Piping Material Overfill Types
Tag Number AST Sump Tightness Secondary Option Secondary Option Spill Protected
Status Inventory Control Catastrophic L.D. Type 3.0 Piping Type CP Met Types
Product Tank/Pipe CP Tank Detection Primary Pipe Detection Vapor Recovery
Capacity Line Tightness ~ ATGType ~ secondary Pipe Detecton =~ EnergyAct
9 19 8/1/1996 Cathodically Protected Steel Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)
@ . 'Nme . Dpoubewaled Yes
CurrentyinUse ~ Electronic Line Leak Detector ~ Pressurized  Galanic
Diesel 10/16/2013 Automatic Tank Gauging 0.1, Automatic Tank Automatic Tank Gauging 0.2, ELLD Line Tightness
Gauging 0.2 Testing
30000 9/1/2000 TLS-450, Veeder Root
10 19 8/1/1996 Cathodically Protected Steel Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)
00 . None . Double-walled Yes
Currently in Use Electronic Line Leak Detector Pressurized Galvanic
Gasoline 10/16/2013 Automatic Tank Gauging 0.1, Automatic Tank Automatic Tank Gauging 0.2, ELLD Line Tightness
Gauging 0.2 Testing
30000 9/12000 TLS-450, VeederRoot
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Facility Summary in ROOSEVELT County in the City of WOLF POINT

Location: FARMERS UNION OIL CO WOLF POINT Sys Fac ID: 43-10279
60 US HIGHWAY 2 E Last Inspected On: 11/24/2015
WOLF POINT, MT 59201 ROOSEVELT Operating Permit Renewal Date: 3/30/2019
Contact: Dennis Vinger, (406) 653-1510
Tank Id Age Installed Tank Material of Construction Piping Material Overfill Types
Tag Number AST Sump Tightness Secondary Option Secondary Option Spill Protected
Status Inventory Control ~ Catastrophic L.D. Type30 ~  PipingType CP Met Types
Product Tank/Pipe CP Tank Detecton ~~  Primary Pipe Detecton Vapor Recovery
Capacity Line Tightness ~ ATGType ~  secondary Pipe Detecton =~ EnergyAct
11 19 8/1/1996 Cathodically Protected Steel Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)
1001 None Double-Walled Yes
Currently in Use Electronic Line Leak Detector Pressurized Galvanic
Gasoline 10/16/2013 Automatic Tank Gauging 0.1, Automatic Tank Automatic Tank Gauging 0.2, ELLD Line Tightness
Gauging 0.2 Testing
20,000 9/1/2009 TLS-450 , Veeder Root
12 19 8/1/1996 Cathodically Protected Steel Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)
1002 None Double-Walled Yes
CurrentyinUse ~ Electronic Line Leak Detector ~ Pressurized  Galanic
Gasoline 10/16/2013 Automatic Tank Gauging 0.1, Automatic Tank Automatic Tank Gauging 0.2, ELLD Line Tightness
Gauging 0.2 Testing
6,000 9/1/2009 TLS-450 , Veeder Root
13 19 8/1/1996 Cathodically Protected Steel Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)
1003 None Double-Walled Yes
CurrentyinUse ~~ Electronic Line Leak Detector  Pressurized  Galanic
Diesel 10/16/2013 Automatic Tank Gauging 0.1, Automatic Tank Automatic Tank Gauging 0.2, ELLD Line Tightness
Gauging 0.2 Testing
14000 o/1/2000 TLS-450 , Veeder Root
14 19 8/1/1996 Cathodically Protected Steel Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)
1004 None Double-Walled Yes
CurrentyinUse ~ Electronic Line Leak Detector ~ Pressurized  Galanic
Diesel 10/16/2013 Automatic Tank Gauging 0.1, Automatic Tank Automatic Tank Gauging 0.2, ELLD Line Tightness
Gauging 0.2 Testing
1000 9/1/2000 TLS-450, Veeder Root

Report Generation Date: 3/1/2016
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Facility Summary in ROOSEVELT County in the City of WOLF POINT

Location: FARMERS UNION OIL CO WOLF POINT
60 US HIGHWAY 2 E

WOLF POINT, MT 59201

Contact: Dennis Vinger, (406) 653-1510

ROOSEVELT

Sys Fac ID: 43-10279
Last Inspected On: 11/24/2015
Operating Permit Renewal Date: 3/30/2019

Tank Id Age
Tag Number AST

Installed
Sump Tightness

Tank Material of Construction
Secondary Option

Capacity
15 19

1005
Currently in Use
Diesel

10,000

Report Generation Date: 3/1/2016

Line Tightness

8/1/1996

10/16/2013

9/1/2009

ATG Type
Cathodically Protected Steel

None
Electronic Line Leak Detector

Automatic Tank Gauging 0.1, Automatic Tank
Gauging 0.2
TLS-450 , Veeder Root

Piping Material Overfill Types
Secondary Option Spill Protected
Piping Type CP Met Types
Primary Pipe Detection Vapor Recovery
Secondary Pipe Detection Energy Act
Fiberglass Reinforced Plastic Flapper Valve (Auto
Shutoff)
Double-Walled Yes
Pressurized Galvanic
Automatic Tank Gauging 0.2, ELLD Line Tightness
Testing
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